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On 10/13/10 an engineering evaluation determined that San Onofre Nuclear Generating Station Unit 2
and 3 had left electrical circuit breakers racked out in a non-seismica lly qualified cond ition that resulted
in an inoperable 4kv bus, which is a condition prohibited by Technical Specifications (TS). From
09/02/10 to 09/16/10 , the Unit 3 Train A Salt Water Cooling Pump breaker had not been latched in a
seismically restra ined position in its cubicle. Although the breaker was not in service during the time of
the deficiency, a significant seismic event could cause cubicle door failu re, releasing the breaker ,
potentially impacting relays for the bus 3A04 feeder breaker, rendering the Train A Class 1E 4kV bus
(3A04) inoperable. Since Unit 3 was operating in Mode 1 during the deficiency, the TS Limiting
Condition for Operation action statements were not met for one required offs ite circu it inoperable and
one AC power distr ibution system inoperable. On 10/04/10 a similar event occurred with the Unit 2
Train A High Pressure Safety Injection Pump power supply breaker. Unit 2 was operating in Mode 1
and the breaker was not in service at the time of the deficiency. The condition was identified and
corrected within 10 hours of the breaker being placed in a non-seismic posit ion.
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A. REPORTABLE OCCURRENCE

On October 13, 2010, an engineering evaluation determined that San Onofre Nuclear Generating Station
(SONGS) Unit 2 and 3 had left electrical circuit breakers racked out in a nbn-seismically qualified condition
that resulted in an.inoperable 4kv bus [BU], which is a condition prohibited by Technical Specifications (TS).
The Unit 3 deficiency existed from September 2 to September 16, 2010, when the supply breaker [BKR] for
the Unit 3 Train A Saltwater Cooling (SWC) [BS] pumps was not in its seismic position. The event occurred
because the breaker had not been latched in a seismically restrained position within its cubicle during SWC
pump transfer operations on September 2, 2010. Although the subject breaker was not in service during
the time of the deficiency, a significant seismic event could cause cubicle door failure , ejecting the loose
breaker, potentially impacting the relays for the bus 3A04 feeder breaker from the Reserve Auxiliary
Transformer, and rendering Train A Class 1E 4kv bus (3A04) inoperable . Bus 3A04 distributes power to
safety-related loads required for emergency shutdown and cooldown as required by TS Umiting Condition
for Operation (LCO) 3.8.9, Distribution Systems - Operat ing, and distributes power from one of the two
qualified circuits for the Class1E AC Electrical Power Distribution System [EK] as required by TS LCO
3.8.1.a, AC Sources - Operating, in operating Modes 1 through 4. The Train B Class 1E 4kv bus (3B04)
was available and all loads were operable during the time the Unit 3 Train A SWC pump breaker was
racked out and left in the incorrect position . Since Unit 3 was operating in Mode 1 during the approximate
14-day period the deficiency existed , the TS LCO 3.8.1A and LCO 3.8.9A required action/completion times
were not met.

The engineering evaluation also determined that a similar condition with the Unit 2 Train A High Pressure
Safety Injection (HPSI) [BO] Pump power supply breaker could have also resulted in an inoperable 4kv bus
during a seismic event. This condition occurred on October 4, 2010 , when Unit 2 was in operating Mode 1
and the breaker was not in service. The deficiency was corrected within 10 hours of the breaker being
placed in a non-seismic condition. The breaker , cubicle , conditions, and consequences are similar to the
Unit 3 event described above.

These two events are reportable pursuant to 10 CFR 50.73(a)(2)(i)(B).

B. INITIAL CONDITIONS

At the time of discovery on October 13, 2010, SONGS Unit 3 was in a refueling outage with the plant in
Mode 5 (cold shutdown) . During the time the deficiency existed from September 2 through September 16,
2010, Unit 3 was operat ing in Mode 1 at approximately 99 percent power.

At the time of discovery on October 13, 2010, SONGS Unit 2 was in Mode 1 with reactor power at
approximately 94.8 percent power. During the time the deficiency existed on October 4, 2010, Unit 2 was
operating in Mode 1 at approximately 94.25 percent power. The reduced power condition was due to a
failed heater drain pump motor not associated with this event.

There were no additional inoperable structures , systems, or components at the start of the event that
contributed to the events .
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C. DESCRIPTION OF OCCURRENCE

On October 13, 2010 , an engineering evaluation determined that SONGS Unit 2 and 3 had left electrical
circuit breakers racked out in a non-seismically qualified condition that resulted in an inoperable 4kv bus,
which is a condition prohibited by TS. The Unit 3 condition bounds the Unit 2 condition due to durat ion that
the deficiencies existed , as described below

The Unit 3 deficiency existed from September 2 to September 16, 2010, when the supply breaker for the
Unit 3 Train A SWC pumps was not latched in its seismic position . During a seismic event , this condition
could result in damage to the breaker or cubicle , and the breaker could potentially impact and damage
equipment in the surrounding area including equipment necessary to shut down the reactor and maintain it
in a safe shutdown condition.

On September 2, 2010, while transferring the two Unit 3 Train A SWC pumps, the 4160-volt Supply Breaker
3A0411 for the SWC Pump 3P307 being taken out of service was not latched in the seismic position when
racked out during pump transfer operations. The breaker had been rolled out of its cubicle to discharge the
charging springs , but when the breaker was rolled back into the cubicle, the racking cam was not engaged
for seism ic restraint resulting in the breaker not being properly latched in the seismically restrained
disconnected position . This was contrary to the procedure in use at the time which requires full
engagement of the racking mechan ism latch to prevent possible damage to the breaker and cubicle during
a seismic event. By not fully engaging the racking cam for seismic restraint , the breaker was capable of
movement out of the breaker cubicle during a seismic event. This condition was not recognized for
approximately fourteen days. No manual action is credited in mitigating this event because no operations
or maintenance activities were being performed in the area of the 4kv bus during this time.

Subsequent investigation determined the breaker was not seismically restrained in the front-back direction
in the cubicle, and movement of the breaker during a design basis earthquake (DBE) event may cause
cubicle door failure . The breaker could be released from the cabinet, since the hinges on the door were not
adequate to restrain the breaker. It is postulated that the unrestrained 750-pound breaker would have
impacted and damaged the cubicle doors directly across from the breaker, potentially impacting the
overcurrent relays for the bus 3A04 feeder breaker from the Reserve Auxiliary Transformer, thus rendering
the Train A Class 1E 4kv bus (3A04) inoperable. Bus 3A04 distributes power to safety-related loads
required for emergency shutdown and cooldown as required by TS LCO 3.8.9, and distributes power from
one of the two qualified circuits for the Class 1E AC Electrical Power Distribution System required by TS
LCO 3.8.1 .a in operating Modes 1 through 4. Since Unit 3 was operating in Mode 1 during the approximate
14-day period the deficiency existed, the TS LCO action statements were not met for one required offsite
circuit inoperable and one AC power distribution system inoperable, placing the plant in a condition
prohibited by TS.

The deficient condition was identified during performance of a SWC pump transfer on September 16, 2010.
Upon recognition of the deficiency, the breaker was racked-in for service and placed in the closed
(seismic) position .

Subsequently, on October 4, 2010, a similar event occurred with the SONGS Unit 2 Train A HPSI Pump
supply breaker 2A0409 not being properly latched in the seismically restrained disconnected position,

\
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resulting in similar consequences (i.e., potentially rendering the Unit 2 Class 1E 4kV bus inoperable). Unit
2 was in operating Mode 1 and the breaker was not in service at the time of the deficiency. The condition
was identified during operator roundsand corrected within 10 hours of the breaker being placed in a non-
seismic position .

D. APPARENT CAUSE

The apparent cause of these events is related to human performance deficiencies including inadequate
pre-job brief, inadequate self-checking , and inadequate procedure usage and adherence. Contributing
causes included procedural weakness related to concurrent or independent verification of critical steps
(e.g. , breaker latched in seismic position). A root cause evaluation is being performed addressing both Unit
2 and 3 events.

E. CORRECTIVE ACTIONS

Immediate Corrective Actions - Upon identifying the Unit 3 condition on September 16, 2010 , the SWC
Pump supply breaker was properly racked-in and closed. A walkdown of safety-related 4kV bus 3A04
verified that all racked-out breakers were seismically restrained. Nuclear Notification 201113611 was
generated to evaluate the Unit 3 condition. The Unit 2 condition with Train A HPSI Pump supply breaker
was identified and corrected on October 4, 2010. Nuclear Notification 201138580 was generated to
evaluate the Unit 2 condition. Walkdowns were performed for all safety-related and nonsafety-related 4kV
buses on Units 2 and 3 to verify that all racked-out breakers were seismically restrained. The steps for
proper racking of such breakers, including verification of the racking cam for seismic restraint , existed in the
continuous-use procedures effective at the time of the events. Interim corrective actions included coaching
the individuals involved on how to adequately perform the procedure, and revising the procedure to require
an independent verification to ensure a breaker left in the disconnect position was properly latched and
seismically restrained.

Long Term Corrective Actions - A Root Cause Evaluation (RCE) is in progress addressing both events.
The RCE will address additional corrective actions as necessary to prevent recurrence of similar events.

F. SAFETY ASSESSMENT

There was no actual safety significance since there was no seismic event and the subject breakers were
not in service during the time the deficient conditions existed . In terms of potential safety significance, it is
postulated that during a DBE, movement of either Unit 2 or 3 supply breaker-within the cabinet would cause
cabinet door failure releasing the breaker. The resulting impact and damage from the breaker renders the
respective safety-related 4kv bus inoperable, placing the plant in a condition prohibited by TS.

The incremental core damage probability (ICDP) and incremental large early release probability (ILERP)
due to the potential impact of the seismically unrestrained Unit 3 SWC Pump supply breaker 3A0411
following a seismic event are calculated to be 5.3E-8 and 3.6E-9, respectively. This is a very small risk
increase mainly due to the seismic ruggedness of breaker 3A0411 and the short duration the breaker was
seismically unrestrained (13.7 days). The seismically unrestra ined Unit 2 HPSI Pump supply breaker
2A0409 was determined to have the same ICDF and ILERF as Unit 3 SWC Pump supply breaker 3A04

111.
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Since the unrestrained duration of breaker 2A0409 was much shorter (10 hours) than that of breaker
3A0411, the ICDP and ILERP due to the potential impact of the seismically unrestrained Unit 2 breaker
2A0409 following a seismic event are bounded by those calculated for the Unit 3 breaker 3A0411.

J )

G. ADDITIONAL INFORMATION

Previous Similar Events - There have not been any similar events in the past three years at SONGS with
the same underlying cause.


